Inspection Report
LOCATED AT:
1012 Rosecrans Ave
Manhattan Beach, CA 90266
PREPARED EXCLUSIVELY FOR:
[Buyer]
INSPECTED ON:
Friday, June 5, 2020

Inspector, Ricky Sailors, David Manatan
AAA Property Inspection Services

Friday, June 5, 2020
1012 Rosecrans Ave
Manhattan Beach, CA 90266

Dear Buyer,
We have enclosed the report for the property inspection we conducted for you on Friday, June 5,
2020 at:
1012 Rosecrans Ave
Manhattan Beach, CA 90266

Our report is designed to be clear, easy to understand, and helpful. Please take the time to
review it carefully. If there is anything you would like us to explain, or if there is other information
you would like, please feel free to call us. We would be happy to answer any questions you may
have.
Throughout the report, you'll find special symbols at the front of certain comments. Below are the symbols and their meanings:
= Safety Concerns: Conditions noted that may pose a hazard to the occupants, the building or both. These conditions warrant
further evaluation and corrections by a specialist in the appropriate trade.
= Further Evaluation: Conditions noted that warrant further evaluation by specialists in the appropriate trades.
= Corrections Recommended: Conditions noted in need of maintenance, repair or replacement. We recommend that all
corrections be made by qualified specialists in the appropriate trades.
= Recommended Upgrades: Upgrades are systems and/or components that may not have been available or have been improved
since the building was constructed. These may be, but are not limited to safety related items; such as GFCI protected receptacle and
smoke alarm locations and the installation of safety glass where subject to human impact.
= Additional information to the system and/ or component.

We thank you for the opportunity to be of service to you.
Sincerely,

Inspector, Ricky Sailors, David Manatan
AAA Property Inspection Services
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INTRODUCTION
The purpose of a property inspection is to perform a visual survey of a building and its primary parking structure to inspect the current
condition of its basic readily accessible systems and components. Our inspection and ensuing written report will provide our client
documentation of the inspected systems and components which, in the opinion of the inspector, present a safety hazard, are not
functioning properly, or appear to be at the end of their service life. Our inspection report may include recommendations for correction or
further evaluations by specified industry experts. Style or aesthetics shall not be considered in determining whether a specific system,
structure or component is defective. Our inspection is not technically exhaustive and will be conducted in accordance with the Standards
of Practice of the California Real Estate Inspection Association. (CREIA) A copy of these Standards will be provided upon request or
may be downloaded from CREIA's web site at: www.creia.org. Components and systems shall be operated with normal user controls
only and as conditions permit. We cannot make representations regarding conditions that may be present, but concealed or inaccessible
at the time of our inspection. Inspection of areas not accessible at the time of our inspection may be performed upon arrangement and
for an additional fee when adequate access has been provided. It is the clients' sole responsibility to read this report in its entirety and to
research any and all governmental permits required by the local authorities related to the property in the sales contract before the close
of escrow. The buyer should personally perform a diligent visual inspection of the property after the seller vacates, before the close of
escrow to insure that no "condition" was concealed by personal property and/or stored items while occupied or damaged during the
sellers' vacating the building. Should any "condition" be revealed that was not addressed by our report prior to or after the close of
escrow , please contact our office immediately for an additional inspection regarding such "condition(s)." If the client did not attend the
inspection, it is the client's responsibility to review the inspection report and address any questions or concerns with the inspector before
the close of escrow and transfer of title.

CLIENT & SITE INFORMATION
FILE/DATE/TIME
1: File # 060520RS1528 Date: Friday, June 5, 2020 Time: 1:30 PM
INSPECTED BY
3: Rick Sailors, Inspector
4: Dave Manatan- Inspector
ATTENDING
5: Buyer and Agent
OCCUPIED
6: The unit(s) was not occupied at this time
WEATHER/SOIL
7: Overcast
8: 70-80 degrees
BUILDING DESCRIPTION
9: Approximate age 65 years old
10: Wood framed single family residential dwelling.
11: The property has been renovated and permits and Certificate of Occupancy should be verified because latent defects may exist
BUILDING ORIENTATION
12: Any statements made in the body of this inspection report pertaining to left, right, front or rear are referenced to standing in front of
and facing the building from the entry door.
The front door faces north

INTRODUCTORY NOTES
IMPORTANT INFORMATION
13: Home inspectors are not licensed by the State of California. The California Business and Professions Code 7195- 7199 and SB
998 sets the standard of care for home inspection in the State of California.

14: We recommend obtaining equipment operating manuals and documentation for all warranted items of the building.
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15: The inspection and inspection report do not constitute a guarantee or warranty of merchantability or fitness for a particular
purpose, expressed or implied, or insurance policy, nor is it a substitute for real estate transfer disclosures which may be required by law.
This report is the property of AAA Property Inspection Services,Inc.
This property inspection has been performed solely for the client(s) listed at the top of the inspection report or referenced on the
inspection agreement.
Due diligence has been performed in an effort to report all visually accessible substantial material defects associated with this property.
No legal liability shall be assumed by the inspector or the inspector's company to any party other than the party named in the inspection
report.
16: We do not inspect for the insurability of the home, roof, seismic retrofitting or whether it meets with your insurance companies
underwriting approval.
17: The presence or extent of building code violations is not the subject of this inspection nor included in this report. We
recommend consulting with the local building authorities having jurisdiction about any/all permits and inspection records with final
inspection record sign-off for any modifications and/or additions that may have been made to the building. Also inquiries with the Seller
regarding any known conditions that may have been inadvertently left off of the seller's required disclosure statements.
18: Photographs when used are simply an aid to convey our findings and are not intended to enhance those findings or diminish
any findings not photographed.
19: Sections of the building appeared to have been remodeled or added subsequent to the original construction. We recommend
inquiring about any/all permits and inspection records with final signatures for any changes or additions that may have been made to the
building.

ENVIRONMENTAL INFORMATION
ENVIRONMENTAL CONCERNS
20: Environmental issues include but are not limited to mold spores, fungus, asbestos, lead paint, lead contamination, radon, toxic
waste, formaldehyde, electromagnetic radiation, buried fuel oil tanks, ground water contamination and soil contamination. We are not
qualified or licensed to recognize or discuss any of these materials. We may make reference to one or more of these materials in this
report when we observe one of the common forms of these substances. If further study or analysis seems prudent, the advice and
services of the appropriate specialists is recommended. Information related to these products can be found in the "Homeowners Guide
to Earthquake Safety & Environmental Hazards" pamphlet.

ENERGY INFORMATION
ENERGY CONSERVATION
21: Consumer-related questions regarding energy conservation in and around the home, and programs available to assist the
homeowner in financing energy conservation projects, can be obtained by contacting the California Energy Commission. Their web site
is www.energy.ca.gov

SITE & GROUNDS
Our inspection of the building site and grounds includes a visual examination of the grading, hardscape and drainage, within six feet of
the inspected structure and associated primary parking structure. The components listed below were visually examined for proper
function, excessive or unusual wear and general state of repair. Areas concealed from view by any means are excluded from this report.
The permanently installed components or equipment are checked for basic operation, with exception to lawn sprinklers and low voltage
yard lighting or other components specifically excluded. This inspection is a visual observation and does not attempt to determine site
drainage performance or the condition of any underground piping, including municipal water and sewer service piping or concealed
cleanouts. This inspection is not intended to address or include any geological conditions or site stability information. For information in
these areas we recommend consulting with a geologist and/or a geotechnical engineer. All maintenance, repairs, corrections or
upgrades should be made by qualified specialists in the appropriate trade using approved methods. [SC] Safety Concerns [FE]
Further Evaluation [CR] Corrections Recommended [RU] Recommended Upgrade
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GRADING/DRAINAGE/LANDSCAPING INFORMATION
TOPOGRAPHY
22: NOTE: The roots of mature trees could have an adverse effect on either the water main or the sewer pipe and/or
foundation walls and you may wish to consult an arborist who could predict future growth potential. If trees are present, or may have
been present previously, we would recommend a video scan of the sewer pipe by a qualified Plumber to the curb due to tree roots which
may have entered into the sewer pipe. Also recommend asking Sellers if ever a problem with the sewer line blockage.
23: Gentle slope to the front

SITE AND GROUNDS CONDITION
DRIVEWAY
24: There were cracks in the driveway. The cracks do not compromise the serviceability of the driveway.

GRADING/DRAINAGE/LANDSCAPING INFORMATION
LANDSCAPE IRRIGATION
25: Landscape irrigation sprinkler systems are outside of the scope of the inspection agreement and are not inspected. .A demonstration
of operation by the owner of the property is suggested.

SITE AND GROUNDS INFORMATION
DRIVEWAY
26: Concrete

SITE AND GROUNDS CONDITION
RETAINING WALLS
27: Our firm does not express an opinion on the wall's stability as it would require a technical knowledge beyond the scope of our
inspection. RECOMMENDATION: We recommend the advise and services of a competent, licensed engineer on soil, drainage and wall
structure.
28: The visible portions of the retaining walls appeared in satisfactory condition

SITE AND GROUNDS INFORMATION
WALKWAYS
29: Concrete

GRADING/DRAINAGE/LANDSCAPING CONDITION
LANDSCAPING
30: The vegetation and landscaping appeared manicured
SPRINKLER CONTROLS
31: We do not evaluate sprinkler systems however, sprinkler heads should be redirected or changed if water repeatedly sprays the
exterior walls. This, over time, will cause damage to the walls including the moisture membrane and structural wood members.

SITE AND GROUNDS INFORMATION
FENCING & GATES
32: Block wall
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SITE AND GROUNDS CONDITION
FENCING & GATES
33: The wall has developed large cracks. Appears from tree roots. Block wall not loose at time of inspection. Recommend further
evaluation/repair as necessary by a licensed contractor.

34: Note: The walls were covered with vegetation and are not fully visible to inspect.

GATES
35: The gate(s) need repairs to restore proper operation. RECOMMENDATION: We recommend proper repair as necessary by a
qualified specialist.

GRADING/DRAINAGE/LANDSCAPING CONDITION
VISIBLE PIPING
36: The exposed sprinkler pipes will deteriorate from exposure to the UV rays from sun light. RECOMMENDATION: We
recommend correction by a qualified landscaping contractor

EXTERIOR
Our inspection of the building exterior includes a visual inspection of the finished surfaces, siding, windows, doors flashing, decks and
railings. These components were inspected for proper function, excessive or unusual wear and general state of repair. Areas concealed
from view by any means are excluded from this report. Moisture intrusion through cracks or openings in the exterior siding, trim,
windows and doors are the source of moisture deterioration and damage. We recommend sealing all cracks or openings in, and
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between the exterior siding and trim materials, especially around windows and doors. Vegetation should be kept trimmed and planted
away from the structure. Routine maintenance may extend the service life and minimize deterioration of the exterior surfaces. All
maintenance, repairs, corrections or upgrades should be made by qualified specialists in the appropriate trade using approved methods.
[SC] Safety Concerns [FE] Further Evaluation [CR] Corrections Recommended [RU] Recommended Upgrade

EXTERIOR CONDITIONS
STUCCO SIDING
37: The stucco has been patched,retextured/painted. This may conceal cracking or prior damage.

EXTERIOR INFORMATION
SIDING TYPE
38: NOTE: The integrity and moisture content of framing and sheathing behind finished coverings (stucco, exterior siding, cement stone
coverings, fiber cement siding, brick veneer or wainscot, drywall, etc.) is not visible to inspect and beyond the scope of our services and
is excluded within our inspection. The lack of proper detailing and flashing may result in water penetration behind siding resulting in
water penetration and structural damage which AAA Property Inspection Services makes no guarantee, warranty, or implied in this
inspection.
39: This house consist of stucco siding. In older houses the stucco extends down to the soil without the benefit of a weep-screed.
A weep screed is a horizontal strip of metal that isolates the stuccoed house walls from the foundation and allows them to move
independent of the foundation. This not only prevents horizontal cosmetic cracks that are commonly seen at the base of many stuccoed
walls but also isolates the stucco from the ground and prevents moisture buildup & entrapment inside of walls.
WINDOWS
40: Vinyl clad replacement windows have been installed. Replacement windows can be prone to leakage as they are fit into
existing openings and not flashed and sealed as during original construction. All warranties should be provided by the company that
installed the windows.
DECKS AND BALCONIES
41: Composite decking material
STEPS & STAIRS
42: wood

EXTERIOR CONDITIONS
EXTERIOR DOORS
43: The doors viewed from the exterior are in satisfactory condition.
WINDOWS
44: The windows viewed from the exterior were in satisfactory condition at the time of the inspection.
PATIO COVER
45: The patio cover is in satisfactory condition.
DECKS AND BALCONIES
46: The balcony deck was in satisfactory condition.
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STEPS & STAIRS
47: One or more of the stair step(s) are loose and not anchored/secured in place. This is a safety hazard. RECOMMENDATION:
We recommend proper repair as necessary by a qualified technician.

GUARD RAILS
48: The guard rail/post was rusted/loose and needs repair/replaced for safety. RECOMMENDATION: We recommend repair by a
qualified specialist.

CHIMNEY
49: The Chimney Safety Institute of America has published industry standards for the inspection of chimneys, and on January 13, 2000,
the National Fire Protection Association adopted these standards as code, known as NFPA 211. Our inspection of masonry and
factory-built chimneys to what is known as a Level-One inspection, which is purely visual and not to be confused with Level-Two, and
Level-Three inspections, which are performed by qualified specialists with a knowledge of codes and standards, and typically involves
dismantling components and/or investigations with video-scan equipment and other means to evaluate chimneys. For a list of qualified
inspectors go to: http://www.f-i-r-e-service.com/Chimney-Fire.php

ROOF COVERINGS
Our inspection of the roof system includes a visual inspection of the surface materials, penetrations, roof water drainage system and
structural and mechanical components located above the roof line. We inspected the roofing material for damage and deterioration. We
inspected the roofing material for damage and conditions suggesting limited remaining service life. We may offer opinions concerning
repair and/ or replacement. Opinions stated concerning the roofing material are based on the general condition of the roof system as
evidenced by our visual inspection. Current roof age was not determined. The inspector cannot and does not offer an opinion or warranty
as to whether the roof is, or will remain, free of leaks. All roof systems require routine maintenance. Failure to perform routine roof
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maintenance will usually result in leaks and accelerated deterioration of the roof coverings and flashings. The testing of gutters,
downspouts and underground drain piping is beyond the scope of the inspection. Areas concealed from view by any means are excluded
from this report. All maintenance, repairs, corrections or upgrades should be made by qualified specialists in the appropriate trade using
approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR] Corrections Recommended [RU] Recommended Upgrade

Roof
ROOF COVERING
50: Dimensional fiberglass composition shingles
INSPECTION METHOD
51: The inspector walked on the roof and viewed the accessible roofing components.
ROOF LAYERS
52: One layer
ROOF DRAINAGE
53: There were no rain gutters installed
# OF CHIMNEYS
54: The roof consist of one chimney
CHIMNEY/FLUE
55: Brick chimney with a tile flue
CHIMNEY EXT CONDITION
56: The chimney exterior appears to be in satisfactory condition
CHIMNYCAP/SPARK
57: The chimney consist of a weather cap-spark arrestor.

COMP SHINGLE
58: The visible areas of the roof surface are in satisfactory condition but this is not a guarantee against leaks. For a guarantee, you
would need to have a roofing company perform a water-test and issue a roof certification. Periodic inspection and maintenance is
recommended.
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FLASHINGS
59: Flashing is thin sheets of metal installed to prevent moisture intrusion. i.e. plumbing vents, flues, chimneys and wall connections.
Annual maintenance of roof penetration seams are necessary to prevent moisture intrusion.
60: The roof is equipped with metal flashings and appear in satisfactory condition.
FLUE PIPES
61: Flue pipes should be painted to prevent rust/corrosion. Recommend a qualified specialist provide service as necessary.

EAVES/FASCIA
62: Portions of the painted fascia were damaged in one or more areas and repairs are needed. This is conducive to roof damage
and further moisture damage. RECOMMENDATION: We recommend replacement of any deteriorated materials. We further recommend
the advice and services of a licensed Branch III Structural Pest Operator for any corrective work that may be needed.

ROOF DRAINAGE
63: There were no rain gutters installed. RECOMMENDATION: We recommend installing rain gutters and downspouts on all down
sloped roofs and all downspouts be directed away from the structure to prevent excess water from accumulating at the
foundation/crawlspace.
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ELECTRICAL
Our inspection of the electrical system includes a visual inspection of the exposed and accessible branch circuit wiring, service panels,
overcurrent protection devices, a representative sampling of light fixtures, switches and receptacles. Visually accessible lights and
receptacles were checked for basic operation only. Service equipment, proper wiring methods, grounding, bonding and overcurrent
protection are focal points. The hidden nature of the electrical wiring prevents inspection of every length of wire. Areas concealed from
view by any means are excluded from the report. Telephone, video, audio, security system and other low voltage wiring was not
included in this inspection. The operation of timer control devices, if installed was not verified. The location of GFCI circuit protection
devices will be identified when present. All maintenance, repairs, corrections or upgrades should be made by qualified specialists in the
appropriate trade using approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR] Corrections Recommended [RU]
Recommended Upgrade

ELECTRICAL SERVICE INFORMATION
SERVICE FEEDER TYPE
64: Overhead.
65: The electrical system is not original including, main panel, wiring, fixtures and outlets. Recommend verifying permits and
documents identifying state licensed contractor name and information for any warranties associated with the installation.
MAIN DISCONNECT
66: Located at the right side of the building

SERVICE RATING
67: 120/240 volt system, rated at 200 Amperes
BRANCH WIRING
68: Copper wire routed through metal conduit
DISCONNECT TYPE
69: Circuit breakers
GROUNDING
70: Water Piping and Driven Rod

ELECTRICAL SERVICE CONDITIONS
SERVICE RATING
71: The capacity rating of the electrical service for this structure consist of minimum amperage required.
GROUNDING
72: The grounding electrode was in satisfactory condition. Modern electrical services are typically grounded to the water piping within
five feet of where it enters the building, a driven rod in the earth, and/or steel rods embedded in the foundation. Older electrical services
are typically grounded only to the water piping. A grounding conductor is often visible at the main panel, but it is not possible to locate the
grounding connection. The gas piping and other metallic interior piping should be bonded to the grounding system, including a "bonding
jumper" across any removable components in the metal piping of the building (i.e.: water pressure regulator, water softener, water meter,
water heater).
MAIN PANEL
73: The circuit breakers in the panel are labeled. The accuracy of the labeling was not verified. The panel is provided with a main
disconnect breaker to shut down all power to the building.
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74: There are missing twist-outs/unused breaker slots in the panel. This condition allows for unintentional contact with live
electrical components, rodent infestation and presents a safety hazard. RECOMMENDATION: We recommend proper covers be added
to the open slots.

75: Wrong type screws have been uses to secure the dead front cover. These type screws can damage wiring and cause arcing
and injury to persons providing service.

76: The old original main panel was open allowing for moisture intrusion/damage and needs sealed where meter was previously.
Recommend a qualified specialist provide service as necessary.
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WORKMANSHIP
77: The visually accessible wiring and system components within the panel are in satisfactory condition.

BRANCH CIRCUIT CONDITIONS
RECEPTACLES
78: The representative sampling and visually accessible receptacle outlets functioned as intended. Other deficiencies may be identified
in the location of the conditions.
79: A minimum number or receptacles were installed which is consistent with older dwellings. The lack of sufficient number of
receptacles can result in the occupants utilizing inappropriate receptacle adapters or extension cords used to service fixtures or
appliances. RECOMMENDATION: Consideration should be given to installation of additional receptacles as an upgrade in accordance
with current building and electrical standards by a qualified licensed electrician. Current standards recommend no more than six feet
between receptacles on walls and countertop receptacles in kitchens to be located every four feet.
80: One or more of the receptacle covers is missing, loose/damaged and need replacement for safety
Location: Garage

SWITCHES
81: We were unable to determine what all of the switches control in one or more areas
RECOMMENDATION: We recommend inquiring with the owner/ occupant about the switch function and what is serves or obtain the
services of a California licensed Electrical Contractor
Location: Various
LIGHTS AND FIXTURES
82: The representative sampling and visually accessible lights functioned as intended. Other deficiencies may be identified in the
location of the conditions.
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WIRING
83: Damaged conduit was noted. This condition allows the potential for damage to the wiring contained within the conduit.
RECOMMENDATION: Replacement of all damaged conduit is advised by a qualified electrical contractor
Loc:

84: The exposed wiring within six feet of the attic access opening was not protected from damage. This condition is non conforming
to industry standards. RECOMMENDATION: We recommend that the wiring in this area be protected from damage for safety reasons.

85: An abandoned electrical wiring was noted. The cable should be disconnected at its source or terminated in a junction box to
reduce any potential shock hazard. Conductors were hot at the time of inspection and is a safety hazard. RECOMMENDATION: We
recommend correction by a licensed qualified electrical contractor
Location:
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86: The electrical conduit was not adequately supported. Flexible conduit on ground rusting. All conduit should be attached with 3
feet of a junction box and every 10 feet within a span. RECOMMENDATION: We recommend correction by a qualified electrical
contractor.

87: Open/gaps in exterior receptacle and is conducive to damage and needs repaired. We recommend the services of a California
licensed Electrical Contractor. Right side

GFCI DEVICES
88: Ground Fault Circuit Interrupters are breakers or receptacle outlets designed to protect against electrical shocks. In recent years
most jurisdictions have required ground fault protection for outlets in kitchen countertops & dishwashers, bathrooms, exteriors,
basements, garages and laundry washing machines. A single GFCI receptacle may be used to protect other outlets downstream from it
on the same circuit. GFCI outlets and breakers have test buttons that should be operated periodically to assure the devices are
functioning properly.
89: Ground Fault Circuit Interrupters are breakers or receptacle outlets designed to protect against electrical shocks. In recent years
most jurisdictions have required ground fault protection for outlets in kitchen countertops & dishwashers, bathrooms, exteriors,
basements, garages and laundry washing machines. A single GFCI receptacle may be used to protect other outlets downstream from it
on the same circuit. GFCI outlets and breakers have test buttons that should be operated periodically to assure the devices are
functioning properly.
90: GFCI ( ground fault circuit interrupter) protection is not provided in areas considered "wet" locations required by current
standards to prevent being shocked. RECOMMENDATION: We recommend a CA licensed Electrical contractor provide GFCI protection
at the appropriate locations as an upgrade and required by today's standards for safety. Loc: exterior right side
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91: One or more receptacles inside the garage are not GFCI protected and should be for safety. Recommend a qualified licensed
Electrician to provide service as needed.

OTHER BUILDING SYSTEM COMPONENTS
DOOR BELL
92: The door bell functioned when the button was operated

SUBPANEL
LOCATION
93: Garage interior.
PANEL RATING
94: Unknown
DISCONNECT TYPE
95: Circuit breakers
WIRING/TYPE
96: Copper wire routed through conduit
WORKMANSHIP
97: We did not remove dead front cover due to screws being rusted onto the cover.
We recommend further evaluation by a qualified licensed electrician.

PLUMBING
Our inspection of the plumbing system includes a visual inspection of the exposed portions of the domestic water supply piping, drain,
waste and vent piping, gas piping, faucets, fixtures, valves, drains, traps, exposed pipes and fittings. These items are examined for
proper function, excessive or unusual wear, leakage and general state of repair. The hidden nature of piping prevents inspection of every
pipe and joint. Areas concealed from view by any means are excluded from this report. The accessible permanently installed equipment
or components are checked for their basic operation. Leakage, corrosion, root intrusion or other backup in underground or concealed
piping cannot be detected by a visual inspection. Consideration should be given to a sewer lateral test where a video camera is used to
examine the piping. Older fixtures or components should be budgeted for replacement. Supply line shutoffs are not tested. We
recommend fixture shutoffs be operated during routine maintenance. Our review of the plumbing system does not include landscape
irrigation systems, water wells, on-site and/or private water supply systems, off site community water supply systems of private (septic)
waste disposal systems and sewage ejector pump operation. Review of these systems should be performed by qualified specialists
before the close of escrow. Part of the evaluation should include a sewer lateral test which involves a fiber optic cable and video
imaging on the drainage and sewer piping systems. All maintenance, repairs, corrections or upgrades should be made by qualified
specialist's in the appropriate trade using approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR] Corrections
Recommended [RU] Recommended Upgrade

PLUMBING CONDITIONS
MAIN WATER SUPPLY PIPING/ SHUTOFF
98: The main water shutoff valve had no leakage observed. We do not operate these devices.

PLUMBING INFORMATION
MAIN WATER SUPPLY PIPING
99: Copper piping where visible.

PLUMBING CONDITIONS
WATER PRESSURE
100: The water pressure measured at an exterior hose faucet was within the acceptable range.
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PLUMBING INFORMATION
WATER SUPPLY SHUTOFF
101: Emergency water shut off location: Front side

PLUMBING CONDITIONS
WATER SUPPLY PIPING
102: The visible water supply piping is in satisfactory condition. Other deficiencies may be indicated in the location of the condition.

PLUMBING INFORMATION
WATER PRESSURE
103: 50-60 PSI

PLUMBING CONDITIONS
WATER SUPPLY PIPING
104: The supporting straps for the copper piping were wrong type of metal. This condition can lead to corrosion/electrolysis and
leakage. RECOMMENDATION: We recommend proper straps be installed by a qualified licensed plumbing contractor.

Copyright© 2010-2020, SPECTACULAR, AAA Property Inspection Services, Ricky Sailors, David Manatan 060520RS1528

Page 18 of 42

105: Copper corrosion noted on one or more areas of copper water supply. This is conducive to leaks and needs repair/replaced.
We recommend the services of a California licensed Plumbing Contractor. Location: Garage

WATER FLOW
106: A number of fixtures were operated simultaneously resulting in a functional water flow.

PLUMBING INFORMATION
POTABLE WATER SUPPLY PIPING SYSTEM
107: Copper piping
108: The residence is served by Polyethylene (PEX) potable water pipes. For more information go to http://www.pexinfo.com/

DRAIN, WASTE AND VENT PIPING
109: The main sewer line is buried and though we test the drainage in the building we are unable to determine the physical
condition. Root, seismic, etc. damage may have occurred. This can be a very costly repair. Therefore, We recommend you obtain a
sewer scan from a licensed plumbing Contractor or specialist.
110: The plumbing waste line clean out(s) were located: Rear

111: A combination of ABS plastic, cast iron and galvanized piping.
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PLUMBING CONDITIONS
HOSE BIBBS
112: There were no anti Backflow devices on one or more of the exterior hose faucets to prevent back-flow and contamination of
the potable water supply. RECOMMENDATION: We recommend installing these devices as an upgrade. Anti Backflow devices/Vacuum
breakers are used to prevent siphoning of contaminated water from the hoses into the potable water supply.

PLUMBING INFORMATION
GAS SUPPLY
113: The gas meter and shutoff valve are located at the rear of the building

PLUMBING CONDITIONS
DRAINAGE PIPING
114: We attempt to evaluate drain pipes by flushing every drain that has an active fixture while observing its draw and watching for
blockages or slow drains, but this is not a conclusive test and only a video-scan of the main line would confirm its actual condition. We
recommend that you ask the sellers if they have ever experienced any drainage problems. RECOMMEND: Have the main waste line
video-scanned before the end of contingency/close of escrow.
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115: There are rust cysts in the visible sections of the exposed metal drain pipes indicating leakage and interior corrosion of the
cast iron/galvanized drain piping. This is indicative of pipe failure and leaks. Buried piping if metal would commonly be similar or
advanced stages of corrosion. RECOMMENDATION: Estimate cost of repairs before the end of your contingency period and
Replacement of the affected piping and full evaluation of all drain pipes by a qualified licensed plumbing contractor.

WASTE FLOW
116: A number of drains were emptied simultaneously and functioned as intended.
VENT PIPING
117: The ABS plumbing vent pipes that extend above the roof line were not painted to protect the pipes from ultra violet sun rays.
Deterioration can occur to the pipes when unpainted. RECOMMENDATION: We recommend this be corrected.

GAS SHUTOFF
118: The gas valve should be turned 90 degrees (either way) in order to shut off the gas supply.

119: There is no emergency shutoff wrench present. RECOMMENDATION: We recommend providing a wrench or installing a
seismic automatic shut off valve for emergencies. The valve can then be turned 90 degrees to shut the gas supply off.
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GAS PIPING
120: Areas of the visible gas piping were rusted and conducive to leakage. RECOMMENDATION: We recommend replacement by
a qualified plumbing contractor. Loc: at access crawlspace

WATER HTR
WATER HEATER INFORMATION
LOCATION
121: Exterior wall

MANUFACTURER
122: Noritz
MANUFACTURED DATE
123: Approximate manufacture date:

SIZE / GALLONS
124: The waterheater(s) were a tankless type of waterheating system. The water is delivered to a tankless electric coiled heater. The
coils are concealed and are not available to view. NOTE: The manufactures instructions should be followed for maintenance and further
information.
ENERGY TYPE
125: Natural gas
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WATER HEATER CONDITIONS
WATER PIPES
126: The water pipes and gas pipe have been bonded together properly.

TEMPERATURE / PRESSURE RELIEF VALVE
127: The required temperature relief/ temperature pressure relief valve's discharge line was missing. RECOMMENDATION:
installing an approved discharge line that extends to the exterior and terminates close to the ground facing downward by a qualified
plumbing contractor.

TANK CONDITIONS
128: The Tankless water heater coils should be flushed annually for continual optimum service. Recommend service by a qualified
plumbing specialist.
129: The tankless water heater is an older functioning unit. We do not know the remaining serviceable life. However, the life of a
water heater may be extended by periodically servicing/removing the sediment that builds up in the coils. Recommend following
manufactures instructions. We recommend the services of a California licensed Plumbing Contractor to service as necessary.
ENERGY SUPPLY
130: There was no sediment trap(s) on the gas line which Manufacturers recommend and todays standards require.
RECOMMENDATION: We recommend installation of a sediment trap by a qualified plumbing contractor.
CONTROLS
131: The temperature control was set in the "normal range".

HEATING
Our examination of the heating system includes a visual inspection of the exposed and accessible heating equipment, thermostat, safety
controls, venting and the means of distribution. Our inspection of the heating system includes activating the heating system via the
thermostat and a visual inspection of the components listed below. Thermostats are not checked for calibration or timed functions. Those
components listed are inspected for proper function, excessive or unusual wear and general state of repair. Heat exchangers are
inaccessible by design and must be completely removed from the furnace to be evaluated, therefore determining the condition of heat
exchangers is beyond the scope of a home inspection. Heat flow from registers, steam radiators, floor or ceiling radiant heat systems is
not in the scope of this inspection. Areas concealed from view by any means are excluded from this report. We do not light pilot lights or
activate any system or component that is shut down, unsafe to operate, or does not respond to user controls. Routine maintenance is
recommended per the manufacturers specifications and operating conditions. All maintenance, repairs, corrections or upgrades should
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be made by qualified specialists in the appropriate trade using approved methods. [SC] Safety Concerns
[CR] Corrections Recommended [RU] Recommended Upgrade

[FE] Further Evaluation

HEATING SYSTEM
LOCATION
132: One or more heating unit(s) was located in the attic.
TYPE & FUEL
133: Forced air natural gas fired system.
MANUFACTURER
134: Goodman
MANUFACTURED DATE
135: 2019

FILTER TYPE
136: Disposable
HEATING UNIT
137: The heater(s) responded when using normal controls. No recent service tags were noted on the heating unit. It is suggested that a
service inspection and cleaning of the unit be performed prior to any sale or transfer of property and routinely (annually) thereafter.
We recommend the services of a California licensed HVAC Contractor
VENTING SYSTEM
138: The visible areas of the flue vent piping were intact and secured at the connections
COMBUSTION AIR
139: In buildings of tight construction, combustion air shall be obtained from outside the sealed thermal envelope. In buildings of ordinary
tightness, insofar as infiltration is concerned, all or a portion of the combustion air for fuel burning appliances may be obtained from
infiltration when the room or space has a volume of 50 cubic feet per 1,000 Btu/h appliance input. Inadequate air supply can cause
incomplete combustion in a furnace, and may produce hazardous byproducts of combustion, such as carbon monoxide. Combustion air
ducts and openings should have two permanent openings. One opening shall be within 12 inches of the top and one within 12 inches of
the bottom of the space. Each opening shall have a free area equal to a minimum of 1 square inch per 1,000 Btu/h input rating of all
appliances installed within the space, but not less than 100 square inches.
140: The combustion air supply for the furnace appeared adequate.
SUPPLY PLENUM AND REGISTERS
141: The supply air plenum and registers appeared in satisfactory condition.
ENERGY SUPPLY
142: The gas shutoff valve and flexible gas connector appeared to be in satisfactory condition.
BLOWER / FILTER
143: The blower and filter are in satisfactory condition. Periodic maintenance by cleaning and/or replacement of dirty filters is
recommended to help the efficiency of the furnace and to help alleviate air borne dust and allergens.
RETURN AIR PLENUM
144: The return air ducting is in satisfactory condition.

Copyright© 2010-2020, SPECTACULAR, AAA Property Inspection Services, Ricky Sailors, David Manatan 060520RS1528

Page 24 of 42

HEATING SYSTEM ELECTRICAL DISCONNECT
145: The heating system is provided with an electrical disconnect. The electrical disconnect allows the unit to be shut off when servicing
or repairs are performed without relying solely on the thermostat. We recommend that the unit disconnect be shut off when repairing,
servicing or replacing the filters.
THERMOSTAT
146: The thermostat(s) was operated and the system responded.
DUCT TYPE
147: Visible ducting consisted of Plastic covered and insulated flexible ducting
CONDITION
148: The visible areas of the conditioned air ducts appeared in satisfactory condition.

KITCHEN
Our inspection of kitchen includes a visual inspection of the readily accessible portions of the floors, wall, ceilings, cabinets, countertops
and appliances. The kitchen was inspected for proper function, excessive or unusual wear and general state of repair. We tested built in
appliances using normal operating controls. Accuracy and/ or function of clocks, timer controls, temperature controls, and oven self
cleaning functions is beyond the scope of this inspection. Refrigerators are not tested or inspected. Areas concealed from view by any
means are excluded from this report. All maintenance, repairs, corrections or upgrades should be made by qualified specialists in the
appropriate trade using approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR] Corrections Recommended [RU]
Recommended Upgrade

KITCHEN/APPLIANCES
CABINETS AND COUNTERTOPS
149: Natural stone counter tops should be sealed for protection against staining from oils, grease, etc.
150: The cabinets and countertop are in satisfactory condition
SINK AND SINK PLUMBING
151: The faucet, sink and piping were operated and functioned as intended.. No leakage was observed.
COOKING APPLIANCE
152: Natural gas freestanding range.
153: Range is equipped with an anti tip bracket for child safety.
154: One or more of the range burners failed to function. RECOMMENDATION: We recommend correction by a qualified appliance
repair specialist.

DISHWASHER
155: The dishwasher was filled and advanced through the "Normal Wash Cycle". The dishwasher was run through a complete wash
cycle. No leakage was observed.
DISPOSAL
156: The garbage disposal functioned
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LIGHTS AND FIXTURES
157: The representative sampling and visually accessible lights functioned as intended.
OVEN(S)
158: Dual fuel natural gas and electric.
159: The oven(s) functioned by responding to normal controls.
EXHAUST VENT
160: The exhaust vent fan built into the microwave functioned
161: The exhaust fan and light functioned
RECEPTACLES
162: Not all kitchen receptacles were GFCI protected. Todays standards call for all counter top receptacles, all island/peninsula and
under sink for dishwasher to be GFCI protected. RECOMMENDATION: We recommend upgrading to provide GFCI protection for all
receptacles as necessary for safety reasons.

MICROWAVE
163: Testing microwave ovens is beyond the scope of our inspections. we do however, test lights and exhaust vent if applicable.
FLOORS
164: The visible areas of the flooring are in satisfactory condition.

LAUNDRY
The visible areas of the walls, ceilings, floors, cabinets and counters were observed to determine their current condition. Areas
concealed from view by any means are excluded from this report. The accessible doors, windows, lights, receptacles, conditioned air
vents and permanently installed components or equipment are checked for basic operation. Drain lines and water/gas supply valves
serving the laundry machines are not operated during the inspection. The supply valves sit for long periods of time without being
operated and are subject to leak when turned off and the present equipment is removed. We recommend checking these valves for
evidence of leakage during your final walk-thru before closing escrow. All maintenance, repairs, corrections or upgrades should be
made by qualified specialists in the appropriate trade using approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR]
Corrections Recommended [RU] Recommended Upgrade
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LAUNDRY FACILITIES
LOCATION
165: Located in an interior closet
WASHER SERVICE
166: The stand pipe drain for the washing machine is not tested for drainage/leaks.
167: NOTE: The water supply to washing machines is commonly left on, and the rubber hoses that are commonly used to supply
water can become stressed and burst. For this reason we recommend replacing all rubber supply hoses with metal-braided ones that
are more resilient.
168: The washer/dryer hookup connections were not visible to inspect. No representations can me made. RECOMMENDATION:
We recommend further inspection after the area is made accessible.
DRYER SERVICE
169: We were unable to view behind the stackable washer and dryer units. We could not view the gas line, venting connection, wall
condition, water hook ups, ect. Recommend removal of units to view condition behind the units.
170: The dryer hookup was provided for a gas unit only.
DRYER VENTING
171: Faulty dryer vents have been responsible for thousands of fires, hundreds of injuries, and even deaths. The best vents are a
smooth-walled metal type that travels a short distance; all other types should be regarded as suspect, and should be inspected
bi-annually to ensure that they do not contain trapped lint or moisture. Plastic flexible venting is a fire hazard and recommend never
installing.
172: Faulty dryer vents have been responsible for thousands of fires, hundreds of injuries, and even deaths. The best vents are a
smooth-walled metal type that travels a short distance; all other types should be regarded as suspect, and should be inspected
bi-annually to ensure that they do not contain trapped lint or moisture. Plastic flexible venting is a fire hazard and recommend never
installing.
173: The flexible dryer vent is over 6' in length and/or is not rated to pass thru floors or walls or concealed places. This is
conducive to clogging, overheating and needs replaced with smooth rigid metal pipe for fire safety.
RECOMMENDATION: We recommend replacing the vent pipe with a smooth rigid type by a qualified specialist.
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174: A portion of the exhaust vent pipe consist of a plastic flexible vent pipe behind dryer. Though acceptable, this material can
easily catch fire and is a potential fire safety hazard. Flex vent piping material is not rated to pass thru floors or walls or into concealed
places. Recommend changing to metal for a safety upgrade.
VENTILATION
175: There was no means of mechanical ventilation provided as would be required by today's standards. RECOMMENDATION:
We recommend ventilation be installed as an upgrade to prevent moisture buildup inside laundry room. Recommend a qualified
specialist provide service as necessary.
176: Louvered doors were installed for ventilation

BATHROOMS
Our inspection of the bathrooms includes a visual inspection of the readily accessible portions of the walls, floors, ceilings, cabinets,
countertops and plumbing fixtures. Bathrooms are visually inspected for water damage, deterioration to floors and walls, proper function
of components, active leakage, excessive or unusual wear and general state of repair. Bathroom fixtures are run simultaneously to check
for adequate water flow and volume. Fixtures are tested using normal operating features and controls. Areas concealed from view by
any means are excluded from this report. All maintenance, repairs, corrections or upgrades should be made by qualified specialists in
the appropriate trade using approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR] Corrections Recommended
[RU] Recommended Upgrade

Bathrooms
BATHROOM LOCATIONS
177: Hall bathroom
DOOR
178: The bathroom doors functioned properly at the time of inspection
WINDOW
179: The windows located in the bathrooms functioned properly at the time of inspection.
VENTILATION
180: The ventilation was being provided by a vent fan or the window. Both were functional.
RECEPTACLES
181: The accessible receptacles were serviceable and GFCI protected where required.
CABINETS AND COUNTERTOPS
182: The cabinet and countertop were in serviceable condition.
183: There is no backsplash on the countertop at the wall. This is conducive to moisture damage to wall. Recommend installation
of a backsplash.

SINK AND SINK PLUMBING
184: The faucet, sink and piping functioned as intended. No leakage was observed.
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TOILETS
185: The toilet(s) identified as a 1.6 or 1.28 GPF
ENCLOSURE
186: There was no shower curtain or glass doors present. RECOMMENDATION: Installation of a door or curtain is recommended
to prevent overspray onto the floor or non waterproofed wall areas.
SHOWER CONDITIONS
187: Caulked joints should be checked frequently and recaulked as necessary. Proper caulking prevents water penetration and damage
to walls and floors. Before caulk is applied, the surfaces should be cleaned carefully and any loose caulk should be removed. A good
quality bathroom caulk, such as silicone, should be used. Bathrooms are areas of high humidity and special care should be exercised to
keep them well ventilated. Windows should be left open when showering or bathing and fan-powered vents should be used when
available
188: The shower valves and head were operated and functioned properly.
BATHTUB CONDITIONS
189: Caulked joints should be checked frequently and recaulked as necessary. Proper caulking prevents water penetration and damage
to walls and floors. Before caulk is applied, the surfaces should be cleaned carefully and any loose caulk should be removed. A good
quality bathroom caulk, such as silicone, should be used. Bathrooms are areas of high humidity and special care should be exercised to
keep them well ventilated. Windows should be left open when showering or bathing and fan-powered vents should be used when
available
190: The tub/shower controls and spigot were operated and functioned as intended.
WHIRLPOOL EQUIPMENT
191: Caulked joints should be checked frequently and recaulked as necessary. Proper caulking prevents water penetration and damage
to walls and floors. Before caulk is applied, the surfaces should be cleaned carefully and any loose caulk should be removed. A good
quality bathroom caulk, such as silicone, should be used. Bathrooms are areas of high humidity and special care should be exercised to
keep them well ventilated. Windows should be left open when showering or bathing and fan-powered vents should be used when
available
192: The stopper mechanism was missing. Filling the spa tub to test the equipment was not possible at the time of the
inspection. Suggestion: We recommend further evaluation and correction of the conditions, and testing of the spa tub equipment by a
licensed plumbing contractor.
WALLS AND CEILING
193: The visible areas of the walls and ceiling were in acceptable condition
FLOORS
194: The visible areas of the flooring were functional and satisfactory condition.
HEAT & COOL
195: The electric resistance ceiling heater was serviceable.

BUILDING INTERIOR
Our inspection of the interior includes a visual inspection of the readily accessible portions of the walls, ceilings, floors, doors, windows,
fastened cabinetry, stairways and railings. These features are examined for proper function, excessive or unusual wear and general
state of repair. A representative sampling of the accessible doors, windows, lights, receptacles and permanently installed components or
equipment are checked for basic operation. In some cases, all or portions of these components may not be visible because of
furnishings and personal items. Moving furniture or appliances, removal or pulling back carpeting or other destructive testing was not
performed and is beyond the scope of this inspection. Areas concealed from view by any means are excluded from this report.
Determining the condition of insulated glass windows is not always possible due to temperature, weather and lighting conditions.
Insulated glass window seals can fail at any time. All fireplaces should be cleaned and inspected on a regular basis to insure safe
operation. Smoke detectors must be installed before transfer of title and should be installed in locations recommended by the local
jurisdiction and according to the detector(s) manufacturer's instructions. We recommend older homes be upgraded to meet the current
smoke detector installation standards for added occupant safety. To examine or test smoke detector(s) is outside the scope of this
inspection. All maintenance, repairs, corrections or upgrades should be made by qualified specialists in the appropriate trade using
approved methods.
[SC] Safety Concerns [FE] Further Evaluation [CR] Corrections Recommended [RU] Recommended
Upgrade

INTERIOR ROOMS INFORMATION
ROOMS INSPECTED
196: All interior rooms considered to be habitable living spaces were inspected, unless stated otherwise.
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197: This unit appears to have been remodeled/renovated. We recommend that you verify the permit and certificate of occupancy.
This is important because our inspection does not guarantee the integrity of any work that was done without a permit, and latent defects
could exist.
WALLS/CEILINGS
198: Gypsum board
WINDOW TYPE
199: Double-paned (thermal) windows were installed.
FLOORS
200: tile
201: simulated wood/laminate
FIREPLACES
202: One

INTERIOR ROOMS COND
SMOKE DETECTOR
203: Smoke detectors were present and responded to the test button. Pushing the test button only checks horn function.
CARBON MONOXIDE DETECTOR
204: A carbon monoxide detector was present. Pushing the test button only checks horn function. To examine or test detectors is outside
the scope of the inspection.
WALLS AND CEILINGS
205: The visible areas of the walls and ceiling are in acceptable condition
FIREPLACES
206: LIVING ROOM:
207: The inspection of the fireplace(s) is a visual inspection only and is not a warranty and/ or guarantee that the fireplace(s),
chimney(s), flue and termination caps has been properly or safely installed/ built. No seismic assessments have been made on the
fireplace(s). A NFPA Level II safety and structural inspection of the fireplace(s) by a qualified fireplace/ chimney specialist is advised
prior to the sale or transfer of property.
208: The fireplace and visible areas of the flue appeared in satisfactory condition.
209: The firebox on the interior of the fireplace has been painted. We cannot determine if the paint is approved for this application.
Recommend not using until further evaluation from a qualified fireplace specialist.
FLOORS
210: The visible areas of the flooring were functional.
INTERIOR DOORS
211: The interior doors are in satisfactory condition.
EXTERIOR DOORS
212: The exterior doors are in s atisfactory condition.
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WINDOWS
213: The windows in one or more of the bedrooms do not meet today's standards for emergency egress. The window sills are
over 44" from the floor and/or too small opening. RECOMMENDATION: Modification of the window opening in conformance with current
egress requirements is recommended as a safety upgrade. Location: Front bedroom

GARAGE - CARPORT
The visually accessible areas of the walls, ceilings, floors, cabinets and counters were observed to determine their current condition.
Areas concealed from view by any means are excluded from this report. The accessible doors, windows, lights, receptacles and
permanently installed components or equipment are checked for basic operation. The garage door balance and spring tension should
be checked regularly by a garage door specialist. All garage door openers should have functional auto-reverse system safety features
for child safety. All maintenance, repairs, corrections or upgrades should be made by qualified specialists in the appropriate trade using
approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR] Corrections Recommended [RU] Recommended Upgrade

Garage
TYPE & LOCATION
214: Two car detached garage
INTERIOR WALLS
215: block
INTERIOR FLOOR
216: Concrete
GARAGE VEHICLE DOOR(S)
217: Aluminum sectional
VENTILATION
218: None
ROOF COVERING
219: Modified bitumen
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220: A composite deck had been installed over the garage. We were unable to view and determine the condition of the garage
roof.

INTERIOR WALLS AND CEILING
221: There are efflorescence (white mineral salts) composites on the walls. This condition is an indication of moisture intrusion.
RECOMMENDATION: We recommend locating and correcting the source. Consideration should be given waterproofing by a qualified
specialist.
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222: Moisture damage from past leakage were noted to the ceiling. If confirmation of repair work is not given the the stains should
be determined as active leaking. We recommend repair by a California licensed roofing specialist. We recommend further the services of
a California licensed Pest Control/Termite Contractor

GARAGE FLOOR
223: The visible areas of the garage floor are in satisfactory condition.
VENTILATION
224: NOTE: Air vents are not installed and are not required..
DOOR OPENERS
225: The automatic overhead garage door safety retraction device and the hit and reverse was tested and found to be in satisfactory
operable condition. It is recommended that this important safety device be frequently tested to confirm proper operation not only to help
prevent possible vehicle damage, but potential personal injury to small children.
GARAGE VEHICLE DOOR
226: The door was operated and is in satisfactory condition.

ATTIC AREAS
Our inspection of the attic includes a visual inspection of the accessible areas of the attic and roof framing to determine their current
condition. We inspected these systems and components for proper operation, excessive or unusual wear, general state of repair,
leakage, ventilation and improper modifications. When low clearances and deep insulation prohibit walking in the attic, inspection is
performed from the access opening only. Areas concealed from view by any means are excluded from this report. Thermostatically
operated attic vent fans are excluded from the inspection. All maintenance, repairs, corrections or upgrades should be made by
qualified specialists in the appropriate trade using approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR]
Corrections Recommended [RU] Recommended Upgrade

ATTIC
ATTIC ACCESS
227: One
FRAMING
228: Conventional framing
SHEATHING
229: Wood planks
INSULATION
230: Blown in Cellulose insulation
VENTILATION
231: Soffit
ACCESS
232: The attic space was restricted by framing, duct work, etc. The inspection is limited to the accessible areas near the access.
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FRAMING
233: The visible portions of the roof framing appeared to be in serviceable condition
INSULATION
234: The visible attic insulation appeared to be in serviceable condition.
235: The insulation was in contact with one or more recessed lighting fixtures. Insulation transfers heat and poses a fire safety
hazard. We can make no determination of whether or not the lighting fixtures are rated for insulation contact. RECOMMENDATION:
Recommend the services of a licensed electrician.
VENTILATION
236: The attic ventilation appeared to be adequate.
237: Good attic ventilation is beneficial to the longevity of the roofing material and comfort of the living spaces. Attic ventilation can be
provided by eave, gable, and automatic or wind driven fans.
238: The vent screens were missing/damaged from the attic venting and recommend they be installed to prevent birds or rodents
from entering attic. Recommend a qualified specialist provide repairs as necessary.

EXHAUST VENTS
239: The kitchen vent fan is exhausting into the attic. This condition is non conforming to industry standards. RECOMMENDATION:
We recommend correcting the condition noted using approved methods by a qualified specialist.
240: One or more of the bath exhaust fan(s) terminates in the attic. This condition is conducive to a high moisture condition which
leads to mold/fungus activity. RECOMMENDATION: We recommend correcting the condition noted using approved methods.

FOUNDATION
The foundation elements of the building include, but are not necessarily limited to, a perimeter foundation, footings and a concrete floor
slab. Our inspection of theses components includes a visual inspection of the exposed portions of these items whenever possible. These
components were inspected for proper function, excessive or unusual wear and general state of repair. Areas of the foundation and/or
structural components of the building that are installed at or below grade level, and/or behind walls were considered inaccessible. Areas
concealed from view by any means are excluded from this report. Evaluating the structural integrity of a structural building component is
beyond the scope of a home inspection. The inspector's observations take into account the age of the building and the construction
standards of that time. Older buildings may lack many of the modern framing and seismic connections presently being utilized.
Foundations may have curing cracks that do not represent a structural problem. All concrete experiences some degree of cracking due
to shrinkage in the drying process. If large cracks are present along with movement or other unusual conditions, we recommend further
evaluation by a structural engineer, foundation specialist or a geologist. All exterior grades should allow for surface and roof water to be
diverted away from the foundation system. All maintenance, repairs, corrections or upgrades should be made by qualified specialists in
the appropriate trade using approved methods. [SC] Safety Concerns [FE] Further Evaluation [CR] Corrections Recommended
[RU] Recommended Upgrade

FOUNDATION/ SUBSTRUCTURE INFORMATION
FOUNDATION TYPE
241: Raised foundation with a concrete perimeter and interior wood beams supported by concrete piers & wood posts
SUBSTRUCTURE FRAMING
242: Plywood subfloor over wood joists.
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243: Boards nailed across wood joists.
ACCESSIBILITY
244: Accessed from the exterior at the Rear
ANCHOR BOLTS/FASTENERS
245: Anchor bolts were observed in the visible and accessible areas of the crawl space during the inspection.

FOUNDATIONCONDITIONS
ACCESSIBILITY
246: The crawl space was generally accessible during the inspection.
247: Wood, paper, plumbing debris remained in the crawlspace and should be removed for safe access and reduce rodent/pest
infestation. See the termite report for further information.

FOUNDATION
248: The exposed and visible foundation areas of the structure are in satisfactory condition.
ANCHOR BOLTS/FASTENERS
249: Anchor bolts /seismic plates were observed in the visible and accessible areas of the crawl space during the inspection.
PIERS
250: The piers which were visible were in acceptable condition with no evidence of excessive movement or settlement.
SUPPORT POSTS
251: Post appear satisfactory.
252: The posts and piers do not have positive connections, such as T-straps or Teco clips. These are required by current
standards and you may wish to have a specialist further evaluate for earthquake retrofitting
MUDSILL
253: The visible portions of mudsill were in acceptable condition.
FLOOR JOISTS
254: The visible portions of the floor joists were in acceptable condition.
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BEAMS
255: The visible beams were in acceptable condition.
SUBFLOOR
256: The visible portions of the subfloor was in acceptable condition.
257: Water stains were noted under the bathroom(s). The area was dry at the time of inspection.
We recommend further evaluation and the services of a California licensed Pest Control/Termite Contractor
VENTILATION
258: The crawl space ventilation appeared to be adequate. Good ventilation is vital for moisture control. The exterior vents should be
kept in good repair, clear of vegetation and inspected periodically
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Executive Summary
This is a summary review of the inspector's findings during this inspection. However, it does not contain every detailed observation.
This is provided as an additional service to our client, and is presented in the form of a listing of the items which, in the opinion of your
inspector, merit further attention, investigation, or improvement. Some of these conditions are of such a nature as to require repair or
modification by a skilled craftsman, technician, or specialist. Others can be easily handled by a homeowner such as yourself.
Often, following the inspector's advice will result in improved performance and/or extended life of the component(s) in question. In listing
these items, your inspector is not offering any opinion as to who, among the parties to this transaction, should take responsibility for
addressing any of these concerns. As with most of the facets of your transaction, we recommend consultation with your Real Estate
Professional for further advice with regards to the following items:

SITE & GROUNDS - GRADING/DRAINAGE/LANDSCAPING INFORMATION
TOPOGRAPHY
s-22: NOTE: The roots of mature trees could have an adverse effect on either the water main or the sewer pipe and/or
foundation walls and you may wish to consult an arborist who could predict future growth potential. If trees are present, or may have
been present previously, we would recommend a video scan of the sewer pipe by a qualified Plumber to the curb due to tree roots which
may have entered into the sewer pipe. Also recommend asking Sellers if ever a problem with the sewer line blockage.

SITE & GROUNDS - SITE AND GROUNDS CONDITION
RETAINING WALLS
s-27: Our firm does not express an opinion on the wall's stability as it would require a technical knowledge beyond the scope of
our inspection. RECOMMENDATION: We recommend the advise and services of a competent, licensed engineer on soil, drainage and
wall structure.
FENCING & GATES
s-33: The wall has developed large cracks. Appears from tree roots. Block wall not loose at time of inspection. Recommend further
evaluation/repair as necessary by a licensed contractor.
s-34: Note: The walls were covered with vegetation and are not fully visible to inspect.
GATES
s-35: The gate(s) need repairs to restore proper operation. RECOMMENDATION: We recommend proper repair as necessary by
a qualified specialist.

SITE & GROUNDS - GRADING/DRAINAGE/LANDSCAPING CONDITION
VISIBLE PIPING
s-36: The exposed sprinkler pipes will deteriorate from exposure to the UV rays from sun light. RECOMMENDATION: We
recommend correction by a qualified landscaping contractor

EXTERIOR - EXTERIOR CONDITIONS
STEPS & STAIRS
s-47: One or more of the stair step(s) are loose and not anchored/secured in place. This is a safety hazard. RECOMMENDATION:
We recommend proper repair as necessary by a qualified technician.
GUARD RAILS
s-48: The guard rail/post was rusted/loose and needs repair/replaced for safety. RECOMMENDATION: We recommend repair by
a qualified specialist.

ROOF COVERINGS - Roof
FLUE PIPES
s-61: Flue pipes should be painted to prevent rust/corrosion. Recommend a qualified specialist provide service as necessary.
EAVES/FASCIA
s-62: Portions of the painted fascia were damaged in one or more areas and repairs are needed. This is conducive to roof damage
and further moisture damage. RECOMMENDATION: We recommend replacement of any deteriorated materials. We further recommend
the advice and services of a licensed Branch III Structural Pest Operator for any corrective work that may be needed.

Copyright© 2010-2020, SPECTACULAR, AAA Property Inspection Services, Ricky Sailors, David Manatan 060520RS1528

Page 37 of 42

ROOF DRAINAGE
s-63: There were no rain gutters installed. RECOMMENDATION: We recommend installing rain gutters and downspouts on all
down sloped roofs and all downspouts be directed away from the structure to prevent excess water from accumulating at the
foundation/crawlspace.

ELECTRICAL - ELECTRICAL SERVICE CONDITIONS
MAIN PANEL
s-74: There are missing twist-outs/unused breaker slots in the panel. This condition allows for unintentional contact with live
electrical components, rodent infestation and presents a safety hazard. RECOMMENDATION: We recommend proper covers be added
to the open slots.
s-75: Wrong type screws have been uses to secure the dead front cover. These type screws can damage wiring and cause arcing
and injury to persons providing service.
s-76: The old original main panel was open allowing for moisture intrusion/damage and needs sealed where meter was previously.
Recommend a qualified specialist provide service as necessary.

ELECTRICAL - BRANCH CIRCUIT CONDITIONS
RECEPTACLES
s-79: A minimum number or receptacles were installed which is consistent with older dwellings. The lack of sufficient number of
receptacles can result in the occupants utilizing inappropriate receptacle adapters or extension cords used to service fixtures or
appliances. RECOMMENDATION: Consideration should be given to installation of additional receptacles as an upgrade in accordance
with current building and electrical standards by a qualified licensed electrician. Current standards recommend no more than six feet
between receptacles on walls and countertop receptacles in kitchens to be located every four feet.
s-80: One or more of the receptacle covers is missing, loose/damaged and need replacement for safety
Location: Garage
SWITCHES
s-81: We were unable to determine what all of the switches control in one or more areas
RECOMMENDATION: We recommend inquiring with the owner/ occupant about the switch function and what is serves or obtain the
services of a California licensed Electrical Contractor
Location: Various
WIRING
s-83: Damaged conduit was noted. This condition allows the potential for damage to the wiring contained within the conduit.
RECOMMENDATION: Replacement of all damaged conduit is advised by a qualified electrical contractor
Loc:
s-84: The exposed wiring within six feet of the attic access opening was not protected from damage. This condition is non
conforming to industry standards. RECOMMENDATION: We recommend that the wiring in this area be protected from damage for safety
reasons.
s-85: An abandoned electrical wiring was noted. The cable should be disconnected at its source or terminated in a junction box to
reduce any potential shock hazard. Conductors were hot at the time of inspection and is a safety hazard. RECOMMENDATION: We
recommend correction by a licensed qualified electrical contractor
Location:
s-86: The electrical conduit was not adequately supported. Flexible conduit on ground rusting. All conduit should be attached with
3 feet of a junction box and every 10 feet within a span. RECOMMENDATION: We recommend correction by a qualified electrical
contractor.
s-87: Open/gaps in exterior receptacle and is conducive to damage and needs repaired. We recommend the services of a
California licensed Electrical Contractor. Right side
GFCI DEVICES
s-90: GFCI ( ground fault circuit interrupter) protection is not provided in areas considered "wet" locations required by current
standards to prevent being shocked. RECOMMENDATION: We recommend a CA licensed Electrical contractor provide GFCI protection
at the appropriate locations as an upgrade and required by today's standards for safety. Loc: exterior right side
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s-91: One or more receptacles inside the garage are not GFCI protected and should be for safety. Recommend a qualified
licensed Electrician to provide service as needed.

ELECTRICAL - SUBPANEL
WORKMANSHIP
s-97: We did not remove dead front cover due to screws being rusted onto the cover.
We recommend further evaluation by a qualified licensed electrician.

PLUMBING - PLUMBING CONDITIONS
WATER SUPPLY PIPING
s-104: The supporting straps for the copper piping were wrong type of metal. This condition can lead to corrosion/electrolysis and
leakage. RECOMMENDATION: We recommend proper straps be installed by a qualified licensed plumbing contractor.
s-105: Copper corrosion noted on one or more areas of copper water supply. This is conducive to leaks and needs
repair/replaced. We recommend the services of a California licensed Plumbing Contractor. Location: Garage

PLUMBING - PLUMBING INFORMATION
POTABLE WATER SUPPLY PIPING SYSTEM
s-108: The residence is served by Polyethylene (PEX) potable water pipes. For more information go to http://www.pexinfo.com/
DRAIN, WASTE AND VENT PIPING
s-109: The main sewer line is buried and though we test the drainage in the building we are unable to determine the physical
condition. Root, seismic, etc. damage may have occurred. This can be a very costly repair. Therefore, We recommend you obtain a
sewer scan from a licensed plumbing Contractor or specialist.

PLUMBING - PLUMBING CONDITIONS
HOSE BIBBS
s-112: There were no anti Backflow devices on one or more of the exterior hose faucets to prevent back-flow and contamination
of the potable water supply. RECOMMENDATION: We recommend installing these devices as an upgrade. Anti Backflow
devices/Vacuum breakers are used to prevent siphoning of contaminated water from the hoses into the potable water supply.
DRAINAGE PIPING
s-114: We attempt to evaluate drain pipes by flushing every drain that has an active fixture while observing its draw and watching
for blockages or slow drains, but this is not a conclusive test and only a video-scan of the main line would confirm its actual condition.
We recommend that you ask the sellers if they have ever experienced any drainage problems. RECOMMEND: Have the main waste line
video-scanned before the end of contingency/close of escrow.
s-115: There are rust cysts in the visible sections of the exposed metal drain pipes indicating leakage and interior corrosion of the
cast iron/galvanized drain piping. This is indicative of pipe failure and leaks. Buried piping if metal would commonly be similar or
advanced stages of corrosion. RECOMMENDATION: Estimate cost of repairs before the end of your contingency period and
Replacement of the affected piping and full evaluation of all drain pipes by a qualified licensed plumbing contractor.
VENT PIPING
s-117: The ABS plumbing vent pipes that extend above the roof line were not painted to protect the pipes from ultra violet sun
rays. Deterioration can occur to the pipes when unpainted. RECOMMENDATION: We recommend this be corrected.
GAS SHUTOFF
s-119: There is no emergency shutoff wrench present. RECOMMENDATION: We recommend providing a wrench or installing a
seismic automatic shut off valve for emergencies. The valve can then be turned 90 degrees to shut the gas supply off.
GAS PIPING
s-120: Areas of the visible gas piping were rusted and conducive to leakage. RECOMMENDATION: We recommend replacement
by a qualified plumbing contractor. Loc: at access crawlspace
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WATER HTR - WATER HEATER CONDITIONS
TEMPERATURE / PRESSURE RELIEF VALVE
s-127: The required temperature relief/ temperature pressure relief valve's discharge line was missing. RECOMMENDATION:
installing an approved discharge line that extends to the exterior and terminates close to the ground facing downward by a qualified
plumbing contractor.
TANK CONDITIONS
s-128: The Tankless water heater coils should be flushed annually for continual optimum service. Recommend service by a
qualified plumbing specialist.
s-129: The tankless water heater is an older functioning unit. We do not know the remaining serviceable life. However, the life of a
water heater may be extended by periodically servicing/removing the sediment that builds up in the coils. Recommend following
manufactures instructions. We recommend the services of a California licensed Plumbing Contractor to service as necessary.
ENERGY SUPPLY
s-130: There was no sediment trap(s) on the gas line which Manufacturers recommend and todays standards require.
RECOMMENDATION: We recommend installation of a sediment trap by a qualified plumbing contractor.

KITCHEN - KITCHEN/APPLIANCES
COOKING APPLIANCE
s-154: One or more of the range burners failed to function. RECOMMENDATION: We recommend correction by a qualified
appliance repair specialist.
RECEPTACLES
s-162: Not all kitchen receptacles were GFCI protected. Todays standards call for all counter top receptacles, all island/peninsula
and under sink for dishwasher to be GFCI protected. RECOMMENDATION: We recommend upgrading to provide GFCI protection for all
receptacles as necessary for safety reasons.

LAUNDRY - LAUNDRY FACILITIES
WASHER SERVICE
s-166: The stand pipe drain for the washing machine is not tested for drainage/leaks.
s-167: NOTE: The water supply to washing machines is commonly left on, and the rubber hoses that are commonly used to supply
water can become stressed and burst. For this reason we recommend replacing all rubber supply hoses with metal-braided ones that
are more resilient.
s-168: The washer/dryer hookup connections were not visible to inspect. No representations can me made. RECOMMENDATION:
We recommend further inspection after the area is made accessible.
DRYER SERVICE
s-169: We were unable to view behind the stackable washer and dryer units. We could not view the gas line, venting connection,
wall condition, water hook ups, ect. Recommend removal of units to view condition behind the units.
DRYER VENTING
s-173: The flexible dryer vent is over 6' in length and/or is not rated to pass thru floors or walls or concealed places. This is
conducive to clogging, overheating and needs replaced with smooth rigid metal pipe for fire safety.
RECOMMENDATION: We recommend replacing the vent pipe with a smooth rigid type by a qualified specialist.
s-174: A portion of the exhaust vent pipe consist of a plastic flexible vent pipe behind dryer. Though acceptable, this material can
easily catch fire and is a potential fire safety hazard. Flex vent piping material is not rated to pass thru floors or walls or into concealed
places. Recommend changing to metal for a safety upgrade.
VENTILATION
s-175: There was no means of mechanical ventilation provided as would be required by today's standards. RECOMMENDATION:
We recommend ventilation be installed as an upgrade to prevent moisture buildup inside laundry room. Recommend a qualified
specialist provide service as necessary.
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BATHROOMS - Bathrooms
CABINETS AND COUNTERTOPS
s-183: There is no backsplash on the countertop at the wall. This is conducive to moisture damage to wall. Recommend
installation of a backsplash.
ENCLOSURE
s-186: There was no shower curtain or glass doors present. RECOMMENDATION: Installation of a door or curtain is
recommended to prevent overspray onto the floor or non waterproofed wall areas.
WHIRLPOOL EQUIPMENT
s-192: The stopper mechanism was missing. Filling the spa tub to test the equipment was not possible at the time of the
inspection. Suggestion: We recommend further evaluation and correction of the conditions, and testing of the spa tub equipment by a
licensed plumbing contractor.

BUILDING INTERIOR - INTERIOR ROOMS INFORMATION
ROOMS INSPECTED
s-197: This unit appears to have been remodeled/renovated. We recommend that you verify the permit and certificate of
occupancy. This is important because our inspection does not guarantee the integrity of any work that was done without a permit, and
latent defects could exist.

BUILDING INTERIOR - INTERIOR ROOMS COND
FIREPLACES
s-207: The inspection of the fireplace(s) is a visual inspection only and is not a warranty and/ or guarantee that the fireplace(s),
chimney(s), flue and termination caps has been properly or safely installed/ built. No seismic assessments have been made on the
fireplace(s). A NFPA Level II safety and structural inspection of the fireplace(s) by a qualified fireplace/ chimney specialist is advised
prior to the sale or transfer of property.
s-209: The firebox on the interior of the fireplace has been painted. We cannot determine if the paint is approved for this
application. Recommend not using until further evaluation from a qualified fireplace specialist.
WINDOWS
s-213: The windows in one or more of the bedrooms do not meet today's standards for emergency egress. The window sills
are over 44" from the floor and/or too small opening. RECOMMENDATION: Modification of the window opening in conformance with
current egress requirements is recommended as a safety upgrade. Location: Front bedroom

GARAGE - CARPORT - Garage
ROOF COVERING
s-220: A composite deck had been installed over the garage. We were unable to view and determine the condition of the garage
roof.
INTERIOR WALLS AND CEILING
s-221: There are efflorescence (white mineral salts) composites on the walls. This condition is an indication of moisture intrusion.
RECOMMENDATION: We recommend locating and correcting the source. Consideration should be given waterproofing by a qualified
specialist.
s-222: Moisture damage from past leakage were noted to the ceiling. If confirmation of repair work is not given the the stains
should be determined as active leaking. We recommend repair by a California licensed roofing specialist. We recommend further the
services of a California licensed Pest Control/Termite Contractor

ATTIC AREAS - ATTIC
ACCESS
s-232: The attic space was restricted by framing, duct work, etc. The inspection is limited to the accessible areas near the access.
INSULATION
s-235: The insulation was in contact with one or more recessed lighting fixtures. Insulation transfers heat and poses a fire safety
hazard. We can make no determination of whether or not the lighting fixtures are rated for insulation contact. RECOMMENDATION:
Recommend the services of a licensed electrician.
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VENTILATION
s-238: The vent screens were missing/damaged from the attic venting and recommend they be installed to prevent birds or
rodents from entering attic. Recommend a qualified specialist provide repairs as necessary.
EXHAUST VENTS
s-239: The kitchen vent fan is exhausting into the attic. This condition is non conforming to industry standards.
RECOMMENDATION: We recommend correcting the condition noted using approved methods by a qualified specialist.
s-240: One or more of the bath exhaust fan(s) terminates in the attic. This condition is conducive to a high moisture condition
which leads to mold/fungus activity. RECOMMENDATION: We recommend correcting the condition noted using approved methods.

FOUNDATION - FOUNDATIONCONDITIONS
ACCESSIBILITY
s-247: Wood, paper, plumbing debris remained in the crawlspace and should be removed for safe access and reduce rodent/pest
infestation. See the termite report for further information.
SUPPORT POSTS
s-252: The posts and piers do not have positive connections, such as T-straps or Teco clips. These are required by current
standards and you may wish to have a specialist further evaluate for earthquake retrofitting
SUBFLOOR
s-257: Water stains were noted under the bathroom(s). The area was dry at the time of inspection.
We recommend further evaluation and the services of a California licensed Pest Control/Termite Contractor
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